








RUNWAY CLOSURE (SEE NOTE 7).

PROVIDE  RUNWAY CLOSURE

MARKER PER DETAIL, THIS SHEET

RUNWAY CLOSURE (SEE NOTE 7).

PROVIDE  RUNWAY CLOSURE

MARKER PER DETAIL, THIS SHEET

NEW AIRFIELD

ELECTRICAL VAULT

RUNWAY 12-30

PLACE LOW PROFILE BARRICADES

AT ALL TAXIWAYS (TOFA)

DURING ALL RUNWAY CLOSURES

CONTRACTOR SHALL MAN

THE ACCESS GATE DURING

CONSTRUCTION HOURS FOR

THE DURATION OF THE PROJECT

CONTRACTOR

HAUL ROUTE

(NEWPORT ROAD)

CONTRACTOR

STAGING AREA

STOCKPILE AREA

PHASE I (SEE NOTE C)

GATE

RELOCATED SEGMENTED CIRCLE

AND NEW LIGHTED WIND CONE

RUNWAY SAFETY AREA

GRADING

RUNWAY SAFETY AREA

GRADING

NEW AIRPORT

ACCESS ROAD

PHASE I (SEE NOTE B)

PLACE LOW-PROFILE BARRICADES

AT EDGE WORK AREA DURING PHASE I.

ONLY ONE CROSSING AT A TIME

PERMITTED (SEE NOTE B OR C)

PHASE I - RUNWAY CROSSING OF

ELECTRICAL DUCTBANKS (RUNWAY

CLOSURE REQUIRED) -  SEE NOTE A
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