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AB AGGREGATE BASE
AC ASPHALT CONCRETE
ACP ASBESTOS-CEMENT PIPE
AD ALUMINUM DISK
AGG AGGREGATE
AH AHEAD
ALT ALTERNATE
AP ANGLE POINT
APPROX APPROXIMATE
APN ASSESSOR'S PARCEL NUMBER
ARV AIR RELIEF VALVE
ASTM AMERICAN SOCIETY FOR TESTING AND MATERIALS
AV AIR VENT
AVE AVENUE
AWWA AMERICAN WATER WORKS ASSOCIATION
BAR BARRIER
BC BEGIN CURVE
BD BRASS DISK
BFP BACKFLOW PREVENTER
BK BACK
BLDG BUILDING
BM BENCHMARK
BO BOLLARD
BS BORING SITE
BTM BOTTOM
BVC BEGIN VERTICAL CURVATURE
BW BACK OF WALK
BWL BACK OF WALL
BWR BARB WIRE
C, CONC CONCRETE
CA CALIFORNIA
CAB CABINET
CBL CABLE
CFS CUBIC FEET PER SECOND
C&G CURB & GUTTER
CHK CHECK
CHLK CHAIN LINK
CI CAST IRON
CIP CAST IRON PIPE
CIPCP CAST-IN-PLACE CONCRETE PIPE
CL CLASS
CLVT CULVERT
℄ CENTERLINE
CLF CHAIN LINK FENCE
CLR CLEAR, CLEARANCE
CMLC CEMENT MORTAR LINED & COATED
CMP CORRUGATED METAL PIPE
CN CONCRETE NAIL
CNS COMPACTED NATIVE SOIL
CO SEWER CLEAN OUT
CONT CONTINUOUS
CONST CONSTRUCT/CONSTRUCTION
COR CORNER
CORP CORPORATION
COL COLUMN
COUP COUPLING
CP CONTROL POINT
CR CROWN
CU CUBIC
CY CUBIC YARDS
DA DRIVE APPROACH
DEC DECIDUOUS
DEMO DEMOLISH/DEMOLITION
DI DROP INLET
DIA, Ø DIAMETER
DIM DIMENSION
DIP DUCTILE IRON PIPE
D/S DOWNSTREAM
DW DRIVEWAY
DWG DRAWING
(E) EXISTING, EAST
EA EACH
EC END CURVE
ECC ECCENTRIC
EF EACH FACE
EG EXISTING GRADE
EL, ELEV ELEVATION
ELC EPOXY LINED & COATED
ELEC ELECTRIC
ELL ELBOW
EM ELECTRIC METER
EOL END OF LINE
EP EDGE OF PAVEMENT
EQUIV EQUIVALENT
ESMT EASEMENT
EUC EUCALYPTUS
EVC END VERTICAL CURVE
EW EACH WAY
EXP EXPOSED
(F) FUTURE
F&I FURNISH & INSTALL
FD FOUND
FDC FIRE DEPARTMENT CONNECTION
FF FINISHED FLOOR
FG FINISHED GRADE
FH FIRE HYDRANT

 , FL FLOW LINE
FLG FLANGE
FLGD FLANGED
FM FORCE MAIN
FNC FENCE
FRP FIBER REINFORCED POLYESTER PIPE
FT FOOT/FEET
FW FRONT OF WALK
FWL FACE OF WALL
GA GAUGE
GAL GALLON
GALV GALVANIZED
GB GRADE BREAK
GM GAS METER
GPM GALLONS PER MINUTE
GRVL GRAVEL
GS GAS
GSV GAS VALVE
GUY GUY WIRE
GV GATE VALVE
HD HEAD
HDPE HIGH DENSITY POLYETHYLENE
HDR HEADER

HDW HEADWALL
HGL HYDRAULIC GRADE LINE
HORIZ HORIZONTAL
HP HINGE POINT, HIGH POINT, HORSEPOWER
HP GAS HIGH PRESSURE GAS
HPS HIGH PRESSURE SWITCH
HR HANDRAIL
H/T HUB & TACK
HWL HIGH WATER LEVEL
HYDRO HYDROPNEUMATIC
ID INSIDE DIAMETER
IN INCH
INV INVERT
IP IRON PIPE
IRR IRRIGATION
JP JUNCTION POLE
LBS POUNDS
LC LENGTH OF CURVE
LCW LONG CRESTED WEIR
LF LINEAR FEET
LG LONG
LT LEFT
LPG LIQUEFIED PETROLEUM GAS
MAX MAXIMUM
MB MAILBOX
MCC MOTOR CONTROL CENTER
MFR MANUFACTURER
MH MANHOLE
MIN MINIMUM
MISC MISCELLANEOUS
MJ MECHANICAL JOINT
MN MAG NAIL
MP MEDIUM PRESSURE GAS LINE
MPT MALE PIPE THREAD
MRKR MARKER
MS MILD STEEL
(N) NORTH
NAVD NORTH AMERICAN VERTICAL DATUM
NC NORMALLY CONSOLIDATED
NGVD NATIONAL GEODETIC VERTICAL DATUM
NIC NOT IN CONTRACT
NPT NATIONAL PIPE THREAD
NTS NOT TO SCALE
OC ON CENTER
OD OUTSIDE DIAMETER
OH OVERHEAD
OP OPERATING
OSHA OCCUPATIONAL SAFETY & HEALTH ADMINISTRATION
O&M OPERATIONS & MAINTENANCE
(P) PROPOSED
PB PULL BOX
PC POINT OF CURVATURE
PCC POINT OF COMPOUND CURVATURE
PCC PORTLAND CEMENT CONCRETE
PE PERMANENT EASEMENT
PER PERIMETER
PI POINT OF INTERSECTION
PIP PLASTIC IRRIGATION PIPE
PLC PROGRAMMABLE LOGIC CONTROLLER
⅊ PROPERTY LINE
PNL PANEL
POC POINT ON CURVE
POL POINT ON LINE
POT POINT ON TANGENT
PP POWER POLE
PRC POINT OF REVERSE CURVATURE
PRV PRESSURE REDUCING VALVE
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PT POINT OF TANGENCY
PVC POLYVINYL CHLORIDE
PVCC POINT OF VERTICAL COMPOUND CURVATURE
PVMT PAVEMENT
PVRC POINT OF VERTICAL REVERSE CURVATURE
PVI POINT OF VERTICAL INTERSECTION
R RADIUS
RBR REBAR
RC RADIUS OF CURVE
RCP REINFORCED CONCRETE PIPE
RD RELATIVE DENSITY
RD ROAD
RE REFERENCE
REQD REQUIRED
RET RETURN
REV REVISION
RGRCP RUBBER GASKETED REINFORCED CONCRETE PIPE
RGS RIGID GALVANIZED STEEL
RP RADIUS POINT
RR RAILROAD
RT RIGHT
RTU REMOTE TERMINAL UNIT
R/W RIGHT OF WAY
(S) SOUTH, SOLVENT WELD
S SLIP
S= SLOPE
SCH SCHEDULE
SCP STANDARD CONCRETE PIPE
SD STORM DRAIN
SDMH STORM DRAIN MANHOLE
SEC SECTION
SERV SERVICE
SF SQUARE FEET
SP SERVICE POLE
SPEC SPECIFICATION
SPNDL SPINDLE
SQ SQUARE
SS SANITARY SEWER
SS OR STS STAINLESS STEEL
SSMH SANITARY SEWER MANHOLE
STA STATION
STD STANDARD
STL STEEL
STP STAND PIPE
STRC STRUCTURE
STRP STRIPING
SWL SWALE
STWL STILLING WELL
(T) THREADED
T THREAD

T&B TOP & BOTTOM
TB TOP OF BANK
TBM TEMPORARY BENCHMARK
TC TOP OF CURB
TCE TEMPORARY CONSTRUCTION EASEMENT
TDI TENSILE DUCTILE IRON
TELE TELEPHONE
TF TOP OF FOOTING
TFC TOP FACE OF CURB
TG TOP OF GRATE
TH THREAD
TL TOP OF LINING
TOE TOE OF SLOPE
TOP TOP OF SLOPE
TP TELEPHONE POLE
TR TELEPHONE RISER
TRANS TRANSFORMER
TRFC TRAFFIC
TS TOP OF STRUCTURE
TSB TELEPHONE SPLICE BOX
TYP TYPICAL
TWL TOP OF WALL
UG UNDERGROUND
UNO UNLESS NOTED OTHERWISE
UP UTILITY POLE
UT UTILITY
U/S UPSTREAM
VCP VITRIFIED CLAY PIPE
VERT VERTICAL
VG VALLEY GUTTER
VLT VAULT
VLV VALVE
(W) WEST
W WATER
WL WATER LINE
WM WATER METER
WS WATER SERVICE
WV WATER VALVE
WW WASTE WATER
W/ WITH
W/O WITHOUT

ABBREVIATIONS

EXISTING
LINETYPE

NEW
DESCRIPTION

WATER LEVEL

123

█ █ █ █ █ █ █ █ █ █ █ █
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SF SF

123
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GRADE BREAK

EMBANKMENT TOP
EMBANKMENT TOE

UTV

FM

SS

SD

W

UE UE

W

SD

SS

FM

OTV

UTV

OE

UT

XX" ELEC (AERIAL)

IRR IRR

OT

OTV

OE

UCO

S I

XX" C/C

FO

▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲ ▲

GRATING

SAND

RIP RAP

EARTH

CONCRETE LINING (PLAN VIEW)

CONCRETE

AC PAVEMENT

DESCRIPTION

EXPANDED METAL

LINETYPES SYMBOLS

EXISTING
HATCH TYPE

NEW

→→

REVISION CLOUD
STATE/COUNTY/CORPORATE LIMIT

SECTION LINE

RELINQUISH ACCESS LINE

RIGHT-OF-WAY
RESERVATION/PARK/FOREST

PROPERTY LINE

MEANDER LINE

EASEMENT

CENTERLINE

WATER
TELEVISION (BURIED LINE)

TELEVISION (AERIAL LINE)

TELEPHONE (BURIED)

TELEPHONE (AERIAL)

STORM DRAINAGE

STEAM
SIGNAL INTERCONNECT (BURIED)

SANITARY SEWER

OIL

IRRIGATION

GAS

SANITARY SEWER FORCE MAIN

FIBER-OPTIC
ELECTRIC (BURIED)

ELECTRIC (AERIAL)

COMPUTER/COMM. (BURIED)

WATER (MARSH/SWAMP)

WATER (LAKE/POND)
SWALE W/FLOW ARROWS

SWALE CENTERLINE

RETAINING WALL

RAILROAD

GUARDRAIL

GATE SWING

FENCE (SILT)

FENCE (WIRE)

FENCE (WOOD)

FENCE (CHAIN LINK)

FENCE (BLOCK WALL)

CONTOUR (MINOR)

CONTOUR (MAJOR)

CONTOUR (DEPRESSION)

BARRICADE

SECTION VIEW

SPOT ELEVATION

HIGH WATER LINE

EMBANKMENT ARROW

PIPE END

PIPE END (SCHEMATIC)

LINE BREAK

DETAIL CALLOUT

CONSTRUCTION CALLOUT

REVISION

FENCE GATE

FENCE POST

STILLING WELL

GATE VALVE HANDLE

BACK FLOW PREVENTOR

AIR RELIEF VALVE

BLOW-OFF

WATER VALVE

WELL

WATER METER

FIRE VAULT

FIRE DEPT. CONNECTION

3-NOZZLE HYDRANT

2-NOZZLE HYDRANT

TELEPHONE VAULT

TELEPHONE RISER

LOT NUMBER

OWNERSHIP TIE

MONUMENT

IRON PIPE

BENCH MARK

CONTROL POINT

GUARD POST

YARD LIGHT

SIGN

MAIL BOX

STORM DRAIN MANHOLE

STORM DRAIN CULVERT

STORM DRAIN INLET

STORM DRAIN CATCH BASIN

SSMH (ECCENTRIC CONE)

SANITARY SEWER MANHOLE

SANITARY SEWER CLEAN OUT

GAS VALVE

GAS METER

ELECTRIC MANHOLE

UTILITY POLE ANCHOR

UTILITY POLE

ELECTRIC VAULT

PAD MOUNTED TRANSFORMER

ELECTRIC METER

XX" ELEC (BURIED)

EXISTING NEW
SYMBOL DESCRIPTION

SANITARY SEWER LATERAL

XX" FO
XX" GAS
XX" IRR

XX" SS
XX" FM
XX"
XX" SI

XX" SD
XX" TELE (AERIAL)
XX" TELE (BURIED)
XX" TV (AERIAL)
XX" TV (BURIED)
XX" W

MONUMENT (OPTIONAL)

SAWCUT LINEV V V V V V V

(E) XX XXX.XX XX XXX.XX

AGGREGATE

DEMO LINEX X X X X X X X X X X X X X X X
WORK LIMITS

EE

EE

SCOSCO

S S

CBCB

DD

T T

FDFD

F F

W W

BFP BFP

NO.NO.

XX

X

XX
XXXX

HWL= XXX.XX

DETAIL NUMBER
SHEET NUMBER
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ABOVE GRADE PIPE
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GENERAL CITY NOTES                                                                  
             
1. DISTANCES AND MEASUREMENTS ARE GIVEN AND WILL BE MADE IN HORIZONTAL PLANE. GRADES ARE GIVEN FROM THE TOP OF

STAKES OR NAILS UNLESS OTHERWISE NOTED. THE CONTRACTOR SHALL PRESERVE ALL STAKES AND POINTS SET FOR LINES,
GRADES OR MEASUREMENTS OF THE WORK IN THEIR PROPER PLACES. ALL EXPENSES INCURRED IN REPLACING STAKES THAT HAVE
BEEN REMOVED WITHOUT PROPER AUTHORITY SHALL BE PAID FOR BY THE GENERAL CONTRACTOR.

2. ALL WORK TO BE DONE IN ACCORDANCE WITH CITY OF TURLOCK STANDARDS.

3.  CONTRACTOR SHALL COMPLY WITH ALLAPPLICABLE STATE AND FEDERAL SAFETY AND LABOR CODES.

4.  CONTRACTOR SHALL OBTAIN ENCROACHMENT PERMIT FROM THE CITY OF TURLOCK PRIOR TO BEGINNING WORK (NO FEE).

5.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE PRESERVATION AND PROTECTION OF ALL UNDERGROUND PIPES, CONDUITS
AND OTHER IMPROVEMENTS WHETHER SHOWN ON THE PLANS OR NOT. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO
NOTIFY ALL UTILITY COMPANIES AT LEAST 48 HOURS PRIOR TO COMMENCEMENT OF WORK. CONTRACTOR SHALL NOTIFY:

A. UNDERGROUND SERVICE ALERT (USA) AT 1-800-227-2600 TO LOCATE EXACT POSITION OF UNDERGROUND TELEPHONE
CABLE, GAS LINES, SEWER LINES AND WATER LINES.

B. TURLOCK IRRIGATION DISTRICT AT (209) 883-8464 TO LOCATE UNDERGROUND ELECTRICAL CONDUIT.

C. CHARTER CABLE AT (209) 656—2124 TO LOCATE UNDERGROUND CABLE T.V.

D. FIRE DEPARTMENT AT (209) 668-5580, POLICE DEPT. AT (209) 668-5550 AND AMBULANCE AT (209) 632-2271.

6. ANY UTILITY TO BE RELOCATED OR REMOVED SHALL BE COORDINATED WITH THE APPROPRIATE UTILITY COMPANY.

7. WHERE EXISTING PAVEMENT IS SCHEDULED TO BE REMOVED ADJACENT TO EXISTING PAVEMENT TO REMAIN IN PLACE, THE
CONTRACTOR SHALL SAWCUT THE EXISTING PAVEMENT TO INSURE CLEAN VERTICAL EDGE TO PAVE AGAINST.

8. LOCATION AND DEPTH OF EXISTING SUB—SURFACE STRUCTURE ARE NOT GUARANTEED. CONTRACTOR SHALL VERIFY THE
HORIZONTAL AND VERTICAL LOCATION OF EXISTING BURIED UTILITIES SHOWN ON THE PLANS PRIOR TO DIGGING NEAR EXISTING
BURIED UTILITIES.

9. ALL REFERENCES AND WRITTEN DIMENSIONS SHALL TAKE PREFERENCE OVER SCALED DIMENSIONS AND SHALL BE VERIFIED ON
THE SITE. ANY DISCREPANCY SHALL BE BROUGHT TO THE ATTENTION OF THE ENGINEER PRIOR TO THE COMMENCEMENT OF ANY
WORK.

GENERAL                 

1. BEFORE COMMENCING EXCAVATION, THE CONTRACTOR SHALL NOTIFY ALL UTILITY AUTHORITIES OR UTILITY COMPANIES HAVING
INTEREST IN THE WORK OF THE CONTRACTOR'S INTENTION TO EXCAVATE PROXIMATE TO EXISTING FACILITIES AND THE
CONTRACTOR SHALL VERIFY THE LOCATION, DEPTH, AND SIZE OF ALL UTILITIES IN THE WORK AREA.  THE WORK SHALL NOT BE
COMMENCED UNTIL THE CONTRACTOR HAS FIRST BEEN PROVIDED AN INQUIRY IDNTIFICATION NUMBER FOR SUB-SURFACE
INSTALLATIONS AS SPECIFIED IN SECTION 4216 OF THE GOVERNMENT CODE.

2. CONTRACTOR SHALL NOTIFY AND COORDINATE ALL RELATED WORK WITH THE FOLLOWING AGENCIES:
1.  CITY OF TURLOCK
2.  CITY OF TURLOCK PUBLIC WORKS DEPARTMENT
3.  CITY OF TURLOCK PARKS DEPARTMENT
4.  PACIFIC GAS AND ELECTRIC COMPANY
5.  AT&T
6.  TURLOCK IRRIGATION DISTRICT

3. ALL WATER DISTRIBUTION SYSTEM MAINS AND SERVICE CONNECTIONS SHALL BE KEPT IN CONSTANT SERVICE DURING THE WORK.

4. THE CONTRACTOR SHALL PROVIDE RECORD DRAWINGS FOR ALL PROJECT IMPROVEMENTS.

5. DETAILS AND NOTES ON TYPICAL SHEETS SHALL APPLY UNLESS SPECIFICALLY SHOWN OTHERWISE. DETAILS OF CONSTRUCTION
NOT FULLY SHOWN SHALL BE OF THE SAME NATURE AS SHOWN FOR SIMILAR CONDITIONS.

6. ALL DIMENSIONS ARE TO BE FIELD VERIFIED BY THE CONTRACTOR PRIOR TO COMMENCING WORK OR FABRICATION. IF ANY
CONDITION EXISTS THAT IS NOT AS SHOWN ON THE DRAWINGS THE ENGINEER SHALL BE NOTIFIED IMMEDIATELY.

7. DO NOT SCALE DRAWINGS. WRITTEN DIMENSIONS SHALL HAVE PRECEDENCE OVER SCALED DRAWINGS.

8. ALL WORK SHALL BE PERFORMED BY LICENSED CONTRACTOR(S) USING MATERIALS AND METHODS IN ACCORDANCE WITH
APPLICABLE SECTIONS OF THE 2023 CALIFORNIA BUILDING CODE (CBC), LOCAL CODES AND ORDINANCES.

9. ANY CHANGES TO THE APPROVED SET OF PLANS WITHOUT NOTIFYING THE ENGINEER PRIOR TO SUCH CHANGES ABSOLVES SAID
ENGINEER FROM ANY AND ALL RESPONSIBILITY WITH RESPECT TO THE LIABILITY, DAMAGE OR EXTRA WORK RESULTING FROM SAID
CHANGES.

10. ALL WORK SHALL CONFORM TO THE LATEST APPLICABLE CONSTRUCTION SAFETY REQUIREMENTS OF OSHA AND ANY OTHER
GOVERNMENTAL ENTITY HAVING JURISDICTION.

11. THE DUTY OF THE ENGINEER TO CONDUCT CONSTRUCTION REVIEW OF THE CONTRACTOR'S PERFORMANCE IS NOT INTENDED TO
INCLUDE REVIEW OF THE ADEQUACY OF THE CONTRACTOR'S SAFETY MEASURES IN, ON, OR NEAR THE CONSTRUCTION SITE.

12. ANY SUPPORT SERVICES PERFORMED BY THE ENGINEER OR FIELD REPRESENTATIVES DURING CONSTRUCTION SHALL BE
DISTINGUISHED FROM CONTINUOUS AND DETAILED INSPECTION SERVICES WHICH ARE FURNISHED BY OTHERS. THESE SUPPORT
SERVICES PERFORMED BY THE ENGINEER WHETHER PERFORMED PRIOR TO, DURING, OR AFTER COMPLETION OF CONSTRUCTION
ARE PERFORMED SOLELY FOR THE PURPOSE OF ASSISTING IN QUALITY CONTROL AND IN ACHIEVING CONFORMANCE WITH
CONTRACT DRAWINGS AND SPECIFICATIONS, BUT THEY DO NOT GUARANTEE CONTRACTOR'S PERFORMANCE AND SHALL NOT BE
CONSTRUED AS SUPERVISION OF CONSTRUCTION.

DEMOLITION                       

1. UNLESS NOTED OTHERWISE ON THE PLANS, ALL DEMOLISHED MATERIALS AND DEBRIS SHALL BE DISPOSED OF BY THE
CONTRACTOR.

2. DEMOLISH CONCRETE & ASPHALT SURFACING REQUIRED FOR UNDERGROUND PIPING, REPAIR TO EXISTING CONDITION.

PIPING                

1. PIPE MATERIALS
a) ALL BURIED PRESSURE PIPING WITHIN THE SITE PROPERTY LINES SHALL BE DUCTILE IRON PIPE CONFORMING TO SPECIFICATION

40 05 00 UNLESS OTHERWISE NOTED.

b) ALL ABOVE GRADE PIPING 4 INCHES AND LARGER SHALL BE FBELC WELDED STEEL PIPE WITH FLANGED OR GROOVED
CONNECTIONS CONFORMING TO SPECIFICATION 40 05 00 UNLESS OTHERWISE NOTED

c) ALL CHEMICAL PIPING SHALL BE 1/2-INCH POLYETHYLENE TUBING INSIDE OF EPVC CONDUIT CONFORMING TO SPECIFICATION
40 20 90 OR DOUBLE CONTAINED PIPING UNLESS OTHERWISE NOTED.

d)DRAIN PIPING 4 INCHES AND SMALLER SHALL BE ASTM D 3034, SDR 35, UNLESS NOTED OTHERWISE.

2. RESTRAIN ALL ON-SITE PRESSURE PIPING IN ACCORDANCE WITH SPECIFICATION 40 05 00.  THRUST BLOCKS WILL NOT BE
ACCEPTABLE.

3. THE WORK CONTAINED HEREIN SHALL COMPLY WITH TITLE 22 SECTION 64572 OF THE CALIFORNIA CODE OF REGULATIONS.  REFER
TO WATER MAIN SEPARATION REQUIREMENTS DETAIL.

4. ALL HARDWARE FOR BURIED PIPE CONNECTIONS SHALL BE STAINLESS STEEL REGARDLESS OF TYPE (RESTRAINED MJ, FLANGE,
ETC.).

5. NEW WATER MAINS, TANKS, AND TREATMENT EQUIPMENT SHALL BE DISINFECTED AND TESTED IN ACCORDANCE WITH THE
SPECIFICATIONS PRIOR TO BEING PLACED INTO SERVICE.

LANDSCAPING                  

1. THE CONTRACTOR SHALL REPLACE ALL LANDSCAPE IRRIGATION COMPONENTS (E.G. IRRIGATION PIPE, VALVES, CONTROLS,
CONTROL WIRING, SPRAY HEADS, ETC.) DISTURBED DURING CONSTRUCTION.

2. REPLACEMENT SPRAY HEADS SHALL BE OF A TYPE SUITABLE FOR PROVIDING FULL COVERAGE OF LANDSCAPING ACCOUNTING FOR
CHANGES IN SPRAY HEAD AND PLANT LOCATIONS IF REQUIRED.

GRADING                  

1. THE WORK EMBRACED HEREIN SHALL BE DONE IN ACCORDANCE WITH THE APPROPRIATE PROVISIONS OF CHAPTER 33 OF 2023
CALIFORNIA BUILDING CODE AS ADOPTED.

2. THE CONTRACTOR SHALL OBTAIN WRITTEN AUTHORIZATION FROM ANY PROPERTY OWNER GIVING HIM PERMISSION TO ENTER HIS
PROPERTY FOR THE PURPOSES OF CONSTRUCTING THE IMPROVEMENTS DELINEATED ON THE PLANS AND TRANSITIONS THERETO
OR STAGING MATERIALS AND EQUIPMENT TO SUPPORT CONSTRUCTION. CONTRACTOR SHALL SUBMIT A LETTER SIGNED BY THE
PROPERTY OWNER THAT THE PROPERTY HAS BEEN PROPERLY RESTORED TO ITS PRE-CONSTRUCTION CONDITION.

3. ANY DIRT OR DEBRIS TRACKED ONTO ANY EXISTING ROAD FROM THIS PROJECT SHALL BE CLEANED OFF AT THE END OF EACH
WORKING DAY TO THE SATISFACTION OF THE CITY.

4. BEFORE COMMENCING WORK, THE CONTRACTOR SHALL NOTIFY ALL UTILITY AUTHORITIES OR UTILITY COMPANIES HAVING POSSIBLE
INTEREST IN THE WORK OF THE CONTRACTOR'S INTENTION TO EXCAVATE PROXIMATE TO EXISTING FACILITIES AND THE
CONTRACTOR SHALL VERIFY THE LOCATION OF ANY UTILITIES IN THE WORK AREA. THE CONTRACTOR SHALL NOTIFY U.S.A. TWO (2)
DAYS PRIOR TO BEGINNING ANY EXCAVATION.

5. PROVIDE THE CITY OF TURLOCK WITH "AS BUILT" PLANS UPON COMPLETION OF GRADING

6. ANY VERTICAL CUT 0R FILL DIFFERENTIAL EQUAL TO OR GREATER THAN TWELVE (12) INCHES BETWEEN ADJACENT PROPERTIES
SHALL BE SUPPORTED BY AN APPROVED RETAINING WALL.

7. DIFFERENTIALS LESS THAN TWELVE (12) INCHES ARE TO HAVE A MAXIMUM SLOPE OF ONE (1) VERTICAL TO TWO (2) HORIZONTAL.

8. GRADING CONTRACTOR SHALL REMOVE ALL ORGANIC MATTER, DEBRIS, AND OTHER DELETERIOUS OR EXCESS MATERIAL FROM THE
SITE AND DISPOSE OF AT AN APPROVED LOCATION. SUBSURFACE DEBRIS NOT VISIBLE FROM THE SURFACE THAT IS NOT SUITABLE
TO REMAIN ONSITE OR USED AS BACKFILL MATERIAL SHALL BE REMOVED AT ENGINEER'S DIRECTION AS EXTRA WORK.

9. CONTRACTOR SHALL PRESERVE SURVEY MONUMENTS TO THE EXTENT POSSIBLE.  CONTRACTOR SHALL NOTIFY ENGINEER OF ANY
SURVEY MONUMENTS THAT WILL BE DISTURBED AS A RESULT OF CONSTRUCTION. MONUMENTS THAT MAY BE DISTURBED BY 
CONSTRUCTION WILL BE RESET BY A LICENSED LAND SURVEYOR RETAINED BY THE OWNER OR ENGINEER.

10. THE CONTRACTOR SHALL MAKE ADEQUATE PROVISION FOR DUST CONTROL FOR THE DURATION OF THE WORK. DUST CONTROL
MEASURES SHALL BE FULLY AND ADEQUATELY CARRIED OUT ON WEEKDAYS, WEEKENDS AND HOLIDAYS, AND WHEN NECESSARY,
BEFORE OR AFTER NORMAL WORKING HOURS.

11. PRIOR TO THE LAYING OF THE SUB BASE OR BASE ON THE ROADWAY, THE CITY'S ENGINEER SHALL CERTIFY THAT THE SUB GRADE
ELEVATIONS ARE IN CONFORMANCE WITH THE APPROVED PLANS.

12. ALL SEWER, STORM DRAIN AND UTILITY MANHOLES AFFECTED BY THIS PROJECT SHALL BE ADJUSTED TO GRADE AS NECESSARY BY
THE CONTRACTOR AND INCLUDED IN THIS WORK. ALL WATER MAIN VALVES (CAP AND LID) SHALL BE ADJUSTED TO GRADE AS
NECESSARY BY THE CONTRACTOR AND INCLUDED IN THIS WORK.

13. THE COSTS OF ALL REPEAT TESTING REQUIRED FOR ACCEPTANCE OF WORK SHALL BE FULLY BORNE BY THE CONTRACTOR.

14. PERMANENT TRENCH RESURFACING TO BE PER CITY STANDARD, OR AS DETAILED.

15. TEMPORARY TRENCH RESURFACING TO BE A MINIMUM 4" THICK COLD MIX.

16. TRENCH CUTS IN EXISTING STREETS THAT ARE NOT TO BE RECONSTRUCTED OR OVERLAID SHALL HAVE PERMANENT TRENCH 
RESURFACING INSTALLED WITHIN SEVEN (7) DAYS AFTER INITIAL STREET CUT.

17. OVER EXCAVATE 1 FOOT BELOW BOTTOM OF FOUNDATIONS (NOT INCLUDING ANY PIER TYPE FOOTING) AND EXTEND OUT TO 5 FEET
MAX BEYOND THE STRUCTURE, BUT NOT BEYOND ANY ADJACENT SITE WORK, AND NOT WITHIN 2 FEET OF ANY ADJACENT 
STRUCTURE.

PIPING SCHEDULE
PROCESS

ABBREVIATIONS SERVICE LOCATION CLASSIFICATION PIPE
MATERIAL

THICKNESS/
PRESSURE CLASS

RESTRAINED
JOINTS

JOINTS/
FITTINGS

TEST
PRESSURE TEST METHOD LINING COATING

SD STORM DRAIN BURIED GRAVITY PVCG PER §40 05 00 UNRESTRAINED PO or MJ 3 PSI PER §40 05 2O - -
PW POTABLE WATER BURIED PRESSURE DIP PER §40 05 00 RESTRAINED PO or MJ 100 PSI PER §40 05 2O CM BSC, PEE

BURIED PRESSURE C900 PER §40 05 00 RESTRAINED PO or MJ 100 PSI PER §40 05 2O - -

C900 AWWA C900 STANDARD

DIP DUCTILE IRON PIPE

PVCG POLYVINYL CHLORIDE GRAVITY

WSP WELDED STEEL PIPE

FLG FLANGE

GE GROOVED END

MJ MECHANICAL JOINT

PO PUSH ON JOINT

BSC BITUMINOUS SEAL COATED 
PER AWWA C105

CM CEMENT MORTAR PER AWWA
C104

EP EPOXY POLYURETHANE
40 05 00 SYSTEM 2

FBE FUSION BONDED EPOXY
40 05 00

PEE POLYETHYLENE ENCASEMENT
40 05 00 PER AWWA
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SPECIAL INSPECTION NOTES

1. THE CONTRACTOR SHALL NOTIFY THE OWNER'S REPRESENTATIVE 48 HOURS BEFORE
PLACEMENT OF REINFORCING STEEL AND CONCRETE SO THAT THE SUBGRADE OF
EXCAVATIONS MAY BE INSPECTED BY THE GEOTECHNICAL ENGINEER. THE
GEOTECHNICAL ENGINEER SHALL VERIFY BACKFILL MATERIAL,  BACKFILLING
PROCEDURES AND SOIL COMPACTION TESTS.

2. STRUCTURAL OBSERVATION SHALL BE PROVIDED BY THE DESIGN ENGINEER(S) OF
RECORD OR THEIR AUTHORIZED REPRESENTATIVES IN ACCORDANCE WITH CBC 2023,
SECTION 1704. STRUCTURAL OBSERVATION SHALL CONSIST OF SITE VISITS AT
INTERVALS APPROPRIATE TO THE STAGE OF CONSTRUCTION TO OBSERVE
CONSTRUCTION IN PROGRESS AND REVIEW OF TESTING AND INSPECTION REPORTS
FOR GENERAL COMPLIANCE WITH THE CONSTRUCTION DOCUMENTS RELATING TO THE
STRUCTURAL WORK AND THE NONSTRUCTURAL COMPONENTS AND EQUIPMENT
ANCHORAGE.

3. SPECIAL INSPECTION IN ACCORDANCE WITH CBC 2023 SECTIONS 1704 & 1705, SHALL BE
REQUIRED AS INDICATED IN THE SPECIAL INSPECTION AND TESTING SCHEDULE ON
THIS SHEET.

4. ALL SPECIAL INSPECTIONS REQUIRED MUST BE BY APPROVED INDEPENDENT
INSPECTORS WHO SHALL BE RETAINED BY THE OWNER. INSPECTORS SHALL SUBMIT
THEIR REPORTS DIRECTLY TO THE BUILDING OFFICIAL AND THE REGISTERED DESIGN
PROFESSIONAL IN RESPONSIBLE CHARGE. THESE INSPECTORS ARE IN ADDITION TO
ANY REQUIRED OWNER INSPECTIONS. CONTRACTOR SHALL COORDINATE
INSPECTIONS AND ALLOW ACCESS FOR THE SPECIAL INSPECTOR TO PERFORM
REQUIRED INSPECTIONS.

5. SPECIAL INSPECTION FOR STUCTURAL STEEL SHALL BE IN ACCORDANCE WITH AISC
360.

6. MASONRY SHALL REQUIRE LEVEL B FREQUENCY INSPECTIONS.

REQUIRED VERIFICATION AND INSPECTION OF SOILS
(CBC TABLE 1705.6)

VERIFICATION AND INSPECTION CONTINUOUS PERIODIC COMMENTS REFERENCES

1. VERIFY MATERIALS BELOW SHALLOW
FOUNDATIONS ARE ADEQUATE TO
ACHIEVE THE DESIGN BEARING
CAPACITY

X

CBC 1705.6
CBC 1804

2. VERIFY EXCAVATIONS ARE EXTENDED
TO PROPER DEPTH AND HAVE REACHED
PROPER MATERIAL X

3. PERFORM CLASSIFICATION AND
TESTING OF COMPACTED FILL
MATERIALS

X

4. VERIFY USE OF PROPER MATERIALS,
DENSITIES AND LIFT THICKNESSES
DURING PLACEMENT AND COMPACTION
OF COMPACTED FILL

X

5. PRIOR TO PLACEMENT OF COMPACTED
FILL, OBSERVE SUBGRADE AND VERIFY
THAT SITE HAS BEEN PREPARED
PROPERLY

X

LOADING CRITERIA

RISK CATEGORY OF BUILDING: III

1. WIND LOAD:
ULTIMATE DESIGN WIND SPEED 100 MPH
EXPOSURE C

2. SEISMIC LOAD:
SPECTRAL RESPONSE ACCELERATION Ss 0.665g
SPECTRAL RESPONSE ACCELERATION S1 0.264g
SPECTRAL RESPONSE COEFFICIENTS SDS 0.562g
SPECTRAL RESPONSE COEFFICIENT SD1 0.365g
SEISMIC IMPORTANCE FACTOR ls 1.25
SITE CLASS D (DEFAULT)
SEISMIC DESIGN CATEGORY D

CONCRETE REINFORCEMENT COVER
SIZE COVER (IN)

CONCRETE CAST AGAINST AND PERMANENTLY EXPOSED TO EARTH
ALL SIZES 3

CONCRETE EXPOSED TO EARTH OR WEATHER
#6 - #18 BAR 2
#5 BAR, W31 OR D31 WIRE,
AND SMALLER 1 1/2

CONCRETE NOT EXPOSED TO WEATHER OR IN CONTACT WITH GROUND
#14 & #18 BARS 1 1/2
#11 BAR & SMALLER 3/4

SOIL AND FOUNDATION NOTES

1. ALL CONCRETE FOOTINGS AND SLABS SHALL BEAR UPON AND/OR PENETRATE INTO PROPERLY
COMPACTED FILL WHICH SHALL HAVE A MINIMUM IN-PLACE DENSITY OF 90% OF MAXIMUM
DENSITY AT OPTIMUM MOISTURE CONTENT AT THE PROJECT SITE. IN CASE OF EXPANSIVE
CLAY SOIL CONDITIONS, THE OWNER MUST CONSULT WITH A GEOTECHNICAL ENGINEER AND
THE FOUNDATION PLAN MUST BE APPROVED BY THE GEOTECHNICAL ENGINEER.

2. FOUNDATION WORK TO BE DONE PER 2023 CBC, CHAPTER 18.

3. ENGINEERING DESIGN OF FOUNDATION IS AS FOLLOWS:
a) ASSUMED ALLOWABLE SOIL BEARING CAPACITY

CONTINUOUS FOOTING 1500 PSF INCLUDING WIND OR SEISMIC 1500 PSF

SHOULD THE ACTUAL SOIL CONDITIONS NOT BE EQUAL TO OR BETTER THAN THE MINIMUM
REQUIREMENTS SHOWN ABOVE, NOTIFY THE ENGINEER OF RECORD IMMEDIATELY.

4. SOIL SHALL BE EXCAVATED TO THE ELEVATIONS INDICATED ON THE DRAWINGS FOR
STRUCTURE FOUNDATIONS.

5. ALL FOUNDATION EXCAVATIONS MUST BE REVIEWED AND APPROVED PRIOR TO PLACEMENT
OF CONCRETE.

6. CONCRETE SLABS-ON-GRADE IN THE MAINTENANCE AND CHEMICAL STORAGE BUILDINGS
SHALL HAVE A 6" THICK AGGREGATE BASE LAYER ON TOP OF THE PREPARED SUBGRADE. SEE
THE FOUNDATION PLANS AND DETAILS FOR THE SAND AND VAPOR BARRIER LAYERS OVER THE
SUBBASE.

CONCRETE NOTES                           

1. ALL CONCRETE SHALL BE NORMAL WEIGHT CONSISTING OF TYPE II/V PORTLAND
CEMENT, FINE AGGREGATE, COARSE AGGREGATE, AND WATER (WATER:CEMENT
RATIO SHALL NOT EXCEED 0.45 ABSOLUTE BY WEIGHT, AND SLUMP SHALL NOT
EXCEED 4 INCHES ±1 INCH). THE CONCRETE SHALL BE PLACED WITHIN ONE AND
ONE-HALF HOURS FROM THE TIME WATER IS INTRODUCED. TO YIELD AT 28 DAYS A
MINIMUM COMPRESSIVE STRENGTH AS FOLLOWS:

PAVING, SLABS, AND SIDEWALKS 3,000 PSI
STRUCTURAL FOOTINGS 4,000 PSI
ALL OTHER STRUCTURAL CONCRETE 4,000 PSI

2. CONCRETE CONSTRUCTION SHALL CONFORM TO ACI 318 (LATEST EDITION).

3. CONCRETE MIXING SHALL COMPLY WITH ASTM C94.

4. SUBMIT CONCRETE LIFT DRAWINGS SHOWING THE LOCATION OF CONSTRUCTION
JOINTS AND OTHER TYPES OF JOINTS OTHER THAN SPECIFIED OR SHOWN ON THE
DRAWINGS FOR FAVORABLE REVIEW BY THE ENGINEER BEFORE START OF WORK ON
FORMS, REINFORCING STEEL OR PLACING CONCRETE. ANY ADDITIONAL VERTICAL OR
HORIZONTAL CONSTRUCTION JOINTS SHALL HAVE A STANDARD KEYWAY AND SHALL
BE REVIEWED BY THE ENGINEER. REFER TO SPECIFICATIONS AND TYPICAL DETAILS
FOR ADDITIONAL INFORMATION. CONSTRUCTION JOINTS SHALL BE ROUGHENED TO
1/4" AMPLITUDE.

5. OPENINGS, PIPE SLEEVES, CONDUITS, INSERTS, AND OTHER EMBEDDED ITEMS SHALL
BE IN PLACE BEFORE CONCRETE IS PLACED. IT IS THE CONTRACTOR'S
RESPONSIBILITY TO COORDINATE ARCHITECTURAL, CIVIL, MECHANICAL, ELECTRICAL,
LANDSCAPING, HVAC, PLUMBING, INSTRUMENTATION, AND OTHER PLANS FOR ITEMS
REQUIRING SLEEVES AND EMBEDMENTS IN CONCRETE WHICH ARE NOT INDICATED OR
SHOWN ON STRUCTURAL DRAWINGS. NO PIPES OR SLEEVES SHALL PASS THROUGH
STRUCTURAL MEMBERS UNLESS SHOWN ON STRUCTURAL DRAWINGS. COORDINATE
WITH EQUIPMENT MANUFACTURER'S DRAWNIGS FOR ANCHORING DEVICES.

6. CONCRETE SHALL BE PREVENTED FROM PREMATURE DRYING FOR A CURING PERIOD
OF AT LEAST SEVEN DAYS AFTER IT IS PLACED. EXPOSED SURFACES SHALL BE KEPT
CONTINUOUSLY MOIST FOR THE ENTIRE PERIOD. IN LIEU OF WATER CURING, THE
CONCRETE SHALL BE PROTECTED BY SPRAYING WITH AN APPROVED CURING
COMPOUND. ALL SURFACES SHALL BE KEPT MOIST UNTIL THE COMPOUND IS APPLIED.

7. CONTROL JOINTS SHALL BE PLACED NO GREATER THAN 20 FEET APART IN BOTH
DIRECTIONS WITHIN 8 HOURS OF THE CONCRETE PLACEMENT ON ALL CONCRETE
SLABS. PROVIDE CONTROL JOINTS IN UNREINFORCED SLABS PER PCA GUIDELINES.
NO CONTROL JOINTS REQUIRED IN VESSEL PADS.

8. ALL EXTERIOR SLABS SHALL BE SLOPED TO ALLOW DRAINAGE OF RUNOFF WATER TO
PREVENT PONDING.

9. UNLESS NOTED OTHERWISE, ALL EXPOSED EDGES AND CORNERS SHALL BE
CHAMFERED 3/4 INCH. INTERIOR FLOORS AND EXTERIOR SIDEWALKS SHALL HAVE
TOOLED 3/8 INCH RADIUS CONSTRUCTION JOINTS.

REQUIRED VERIFICATION AND INSPECTION OF CONCRETE
CONSTRUCTION (CBC TABLE 1705.3)

VERIFICATION AND INSPECTION CONTINUOUS PERIODIC COMMENTS REFERENCES

1. INSPECTION OF REINFORCING STEEL,
INCLUDING PRESTRESSING TENDONS AND
PLACEMENT

X
ACI 318, 5.5,
7.1-7.7
CBC 1910.4

3. INSPECTION OF ANCHORS CAST IN
CONCRETE WHERE ALLOWABLE LOADS
HAVE BEEN INCREASED OR WHERE
STRENGTH DESIGN IS USED

X

ACI 318, 8.1.3,
21.2.8
CBC 1908.5,
1909.1

5. VERIFYING USE OF REQUIRED DESIGN
MIX

X

ACI 318, CH.4,
3.2-5.4
CBC 1904.2,
1910.2, 1910..3

6. AT THE TIME FRESH CONCRETE IS
SAMPLED TO FABRICATE SPECIMENS FOR
STRENGTH TESTS, PERFORM SLUMP AND
AIR CONTENT TESTS, AND DETERMINE THE
TEMPERATURE OF THE CONCRETE

X

ASTM C172
ASTM C81
ASI 318, 5.6,
5.8
CBC 1910.10

7. INSPECTION OF CONCRETE AND
SHOTCRETE PLACEMENT FOR PROPER
APPLICATION TECHNIQUES

X

ACI 318, 5.9,
5.10
CBC 1705.3.4,
1705.5.5,
1705.5.6,
1910.6, 1910.7,
1910.8

8. INSPECTION FOR MAINTENANCE OF
SPECIFIED CURING TEMPERATURE AND
TECHNIQUES

X
ACI 318,
5.11-5.13
CBC 1910.9

12. INSPECT FORMWORK FOR SHAPE,
LOCATION AND DIMENSIONS OF THE
CONCRETE MEMBER BEING FORMED

X
ACI 318, 6.11

13. MATERIAL VERIFICATION OF
REINFORCEMENT STEEL

MANUFACTURER
SHALL PROVIDE
MILL TEST
REPORTS-SEE
CBC FOR
EXCEPTIONS

CBC 1705.12.1

STEEL NOTES

1. ALL EXPOSED STEEL SHALL BE HOT DIP GALVANIZED.

2. STRUCTURAL STEEL SHALL CONFORM TO THE FOLLOWING, UNLESS SPECIFIED
OTHERWISE:
a. STRUCTURAL SHAPES M, S, HP, C, MC, L, AS PER AISC MANUAL 15th 
EDITION, TO COMPLY WITH ASTM A36 (Fy=36 ksi) UNLESS NOTED 
OTHERWISE.
b. STRUCTURAL SHAPES W, AISC MANUAL 15th EDITION, TO COMPLY WITH ASTM
A992 (Fy=50 ksi) UNLESS NOTED OTHERWISE.
c. STRUCTURAL STEEL TUBING, AS PER AISC MANUAL 15th EDITION, TO 
COMPLY WITH ASTM A500 GRADE B (Fy=46 ksi) UNLESS NOTED OTHERWISE.
d. STRUCTURAL STEEL PIPE, AS PER AISC MANUAL 15th EDITION, TO COMPLY 
WITH ASTM A53 GRADE B (Fy=35 ksi) UNLESS NOTED OTHERWISE.

3. ANY MATERIAL REQUEST WITH DIFFERENT SPECIFICATIONS THAN NOTED ABOVE
ARE TO BE DIRECTED TO THE DESIGNER, IN A TIMELY MANNER, PRIOR TO
CONSTRUCTION AND/OR INSTALLATION. ANY ITEM OF A DIFFERENT
SPECIFICATION INSTALLED, WITHOUT SPECIFIC PRIOR WRITTEN APPROVAL MAY
NOT MEET THE PROJECT ENGINEERING REQUIREMENTS NECESSITATING A
REMOVAL AND/OR SIGNIFICANT REVISION TO ITEMS INSTALLED.

4. STRUCTURAL STEEL DETAILING, FABRICATION AND ERECTION SHALL BE IN
ACCORDANCE WITH THE LATEST EDITION OF THE AISC MANUAL AND THE LATEST
EDITION OF STRUCTURAL STEEL DETAILING BY THE AISC.

5. A STEEL BUILDING IS STRUCTURALLY STABLE WHEN ALL ASPECTS OF THE
DESIGN SHOWN ON THESE DRAWINGS ARE COMPLETED. THE CONTRACTOR
SHALL DETERMINE WHEN AND WHERE TEMPORARY BRACING IS NEEDED.

6. WELDS SHALL BE MADE WITH WIRE OR ELECTRODE HAVING A MINIMUM TENSILE
STRENGTH OF 70,000 PSI, UNLESS NOTED OTHERWISE.

CONCRETE MASONRY                         

1. FURNISH AND INSTALL MASONRY MATERIALS IN CONFORMANCE WITH TMS 602,
SPECIFICATION FOR MASONRY STRUCTURES.

2. CMU: ASTM C90 LIGHTWEIGHT.

3. MORTAR: ASTM C270, TYPE S BY PROPORTION

4. COARSE GROUT: ASTM C476, MINIMUM COMPRESSIVE STRENGTH OF 2,000 PSI OR
MASONRY DESIGN STRENGTH, F'M, WHICHEVER IS GREATER.

5. IF PLACEMENT OF GROUT IS STOPPED FOR ONE HOUR OR LONGER, PROVIDE
HORIZONTAL CONSTRUCTION JOINTS BY STOPPING THE GROUP A MINIMUM OF 1 1/2
INCHES BELOW THE TOP OF THE BLOCK.

6. HORIZONTAL CONTRACTION JOINTS: AS INDICATED ON DRAWINGS WITH
MAXIMUM SPACING OF 25 FT OR 1.5 TIMES MASONRY PANEL HEIGHT.

7. SUBMIT WRITTEN PROCEDURES FOR GROUTING PRIOR TO THE START OF
CONSTRUCTION.

REQUIRED VERIFICATION AND INSPECTION OF ANCHORS

VERIFICATION AND INSPECTION CONTINUOUS PERIODIC COMMENTS REFERENCES

1. INSPECTION OF ANCHORS
POST-INSTALLED IN HARDENED CONCRETE
MEMBERS X

ACI 318, 3.8.6,
8.1.5, 21.2.8
CBC 1909.1

REQUIRED VERIFICATION AND INSPECTION OF MASONRY
CONSTRUCTION (LEVEL B)

VERIFICATION AND INSPECTION CONTINUOUS PERIODIC

MATERIALS AND PROCEDURES WITH THE
APPROVED SUBMITTALS X

PLACEMENT OF MASONRY UNITS AND
MORTAR JOINT CONSTRUCTION X

SIZE AND LOCATION OF STRUCTURAL
MEMBERS X

TYPE, SIZE, AND LOCATION OF ANCHORS,
INCLUDING OTHER DETAILS OF
ANCHORAGE OF MASONRY TO
STRUCTURAL MEMBERS, FRAMES, OR
OTHER CONSTRUCTION

X

WELDING OF REINFORCEMENT X
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(E) PUMP STATION

RAW WATER

SODIUM
HYPOCHLORITE

CHLORINE
RESIDUAL
ANALYZER

DISTRIBUTION
SYSTEM

STORM DRAIN
OR

SEWER

M

LEGEND

FLOW METER

SAMPLE TAP

CHEMICAL DOSING PUMP

GRANULAR ACTIVATED CARBON

BALL VALVE

CHECK VALVE

PRESSURE RELIEF VALVE

BACK PRESSURE VAVLE

"Y" STRAINER

CALIBRATION COLUMN

PULSATION DAMPENER

DIAPHRAGM

M

PROCESS FLOW DIAGRAM

DISINFECTANT DESIGN CRITERIA

DESCRIPTION WELL 29

WELL PUMP

CAPACITY, GPM 1100

DRIVE TYPE SS

DISCHARGE PRESSURE, PSI 60

SODIUM HYPOCHLORITE

CHEMICAL CONCENTRATION 12.50%
MAXIMUM DOSE, MG/L 1.00

CHEMICAL STORAGE VOLUME, GAL 250

CHEMICAL PUMPS

QUANTITY 1

PUMP TYPE DDA

MAXIMUM CAPACITY, GPH 0.55

12.5% SODIUM HYPOCHLORITE
TANK

FLUSH

SELF CONTAINED CHEMICAL SKID

VENT
W/ INSECT SCREEN

CP

BPV PRV

SODIUM

HYPOCHLORITE

CHEMICAL INJECTION PROCESS FLOW DIAGRAM
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Know what's below.
    Call before you dig.

WARNING

POWER LINES
OVERHEAD
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CONTROL TABLE LOCAL GROUND COORDINATES (USFT)

POINT #

101

102

103

NORTHING

2007325.41

2007406.48

2007407.26

EASTING

6461078.04

6460932.98

6461165.41

ELEVATION

104.53

104.29

103.71

DESCRIPTION

SET MAG NAIL

SET MAG NAIL

SET MAG NAIL

DEMOLITION CALLOUTS                   

SAWCUT AROUND PERIMETER OF 
NEW DRIVE APPROACH. REMOVE 
AND DISPOSE OF (E) SIDEWALK & 
(E) DRIVE APPROACH
(SEE NOTE 3)

REMOVE AND DISPOSE OF (E) 
CHAINLINK FENCE AND GATE. 
LOCATED BETWEEN CALLOUTS AND
WHERE REPLACED WITH METAL 
FENCE

SAWCUT, REMOVE AND DISPOSE OF
(E) AC PAVEMENT (SEE NOTE 3)

SAWCUT, REMOVE AND DISPOSE OF
(E) CURB AND GUTTER (SEE NOTE 3)

CORE AND DISPOSE OF (E) 
MANHOLE AS NECESSARY FOR 
INSTALLING DRAIN LINE

SAWCUT, REMOVE AND DISPOSE OF
(E) AC AT CHEMICAL ENCLOSURE 
(SEE NOTE 4)
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SCALE IN FEET

EXISTING SITE LEGEND     

(E) WELL 29

(E) ELECTRIC CABINET

(E) TRANSFORMER

(E) CHAIN LINK FENCE

(E) STORM DRAIN MANHOLE

(E) BOLLARD

(E) DRIVE APPROACH

(E) GATE

(E) ELECTRIC STUB-UP

(E) FIBER OPTIC, PROTECT IN PLACE

NOTES

1. CONTRACTOR SHALL FIELD VERIFY ALL
MEASUREMENTS AND UNDERGROUND UTILITY
LOCATIONS PRIOR TO CONSTRUCTION.

2. CONTRACTOR SHALL REPLACE IN-KIND ALL EXISTING
SURFACING OR LANDSCAPING DAMAGED DURING
CONSTRUCTION.

3. SAWCUT AND REMOVE EXISTING PAVEMENT IN
CLEAN STRAIGHT LINES. REMOVE EXISTING
SIDEWALK TO THE JOINT OR SCORE LINE NEAREST
THE LOCATION DEPICTED AND ADJUST LIMITS OF
NEW SIDEWALK AS NECESSARY TO JOIN EXISTING
SIDEWALK TO SIDEWALK AROUND NEW DRIVE
APPROACH.

4. SAWCUT AND REMOVE EXISTING ASPHALT IN CLEAN
STRAIGHT LINES. SAWCUT 2' BEYOND EXTENTS OF
NEW CONSTRUCTION, MIN.

STREET ADDRESS

141 E HAWKEYE AVE
TURLOCK, CA 95380

LEGEND                                    

DENOTES APPROXIMATE AREA TO BE 
DEMOLISHED AND DISPOSED OF OR 
SALVAGED

APPROXIMATE SAWCUT LINE

DENOTES UTILITY OR FENCE TO BE 
DEMOLISHED AND DISPOSED OF OR 
SALVAGED
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Know what's below.
    Call before you dig.
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NOTES

1. SITE PIPING LINEWORK IS SCHEMATIC.

2. CONTRACTOR SHALL FIELD VERIFY ALL
MEASUREMENTS AND UNDERGROUND UTILITY
LOCATIONS PRIOR TO CONSTRUCTION.

3. DRAINAGE PIPING TO HAVE MINIMUM SLOPE OF 0.5%.
ESTIMATED ELEVATION DROP = 0.21 FT

4. CONTRACTOR SHALL REPLACE IN-KIND ALL EXISTING
SURFACING OR LANDSCAPING DAMAGED DURING
CONSTRUCTION.

5. CONTRACTOR SHALL REPLACE EXISTING ASPHALT
PER DETAIL 7 SHEET D-5

STREET ADDRESS

141 E HAWKEYE AVE
TURLOCK, CA 95380

CONSTRUCTION SITE LEGEND    

CHEMICAL STORAGE BUILDING PAD
(SEE SHEET D-1)

1" WATER SERVICE ASSEMBLY (SEE CITY OF 
TURLOCK STANDARD DETAILS W-10 & W-11 
SHEET D-9)

1" REDUCED PRESSURE PRINCIPLE BACKFLOW
ASSEMBLY (SEE CITY OF TURLOCK STANDARD
DETAIL W-13 SHEET D-9)

HOSE BIBB & RACK
(SEE DETAILS 2 & 3 SHEET D-3)

EMERGENCY EYEWASH STATION
 (SEE DETAIL 1 SHEET D-3)

SIDEWALK (SEE CITY OF TURLOCK STANDARD
DETAIL C-3 SHEET D-8)

CONNECTION TO (E) MANHOLE
(SEE DETAIL 5 SHEET D-2)

METAL FENCE AND GATE WITH MOWSTRIP
(SEE CITY OF TURLOCK STANDARD DETAIL
M-6 SHEET D-8)

1

2

3

4

5

6

7

8

PIPING LEGEND

PIPE MATERIAL COMMENT

1" HDPE SITE UTILITY WATER

1" HDPE ANALYZER SAMPLE LINE

2" PVC ELECTRICAL
CONDUIT

SODIUM HYPOCHLORITE FEED WITH
1/2" OD TUBING (SEE DETAIL 1 SHEET

D-2)

4" SDR 35 ANALYZER DRAIN LINE (SEE NOTE 3)

No.

20

21

22

23

LEGEND                                           

CONCRETE  IMPROVEMENTS

CONSTRUCT AC PAVEMENT
(SEE DETAIL 7 SHEET D-5)
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Know what's below.
    Call before you dig.
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NOTES

1. CONTRACTOR SHALL FIELD VERIFY ALL
MEASUREMENTS AND UNDERGROUND UTILITY
LOCATIONS PRIOR TO CONSTRUCTION.

2. CONTRACTOR SHALL REPLACE IN-KIND ALL EXISTING
SURFACING OR LANDSCAPING DAMAGED DURING
CONSTRUCTION.

3. SAWCUT AND REMOVE EXISTING PAVEMENT IN
CLEAN STRAIGHT LINES. REMOVE EXISTING
SIDEWALK TO THE JOINT OR SCORE LINE NEAREST
THE LOCATION DEPICTED AND ADJUST LIMITS OF
NEW SIDEWALK AS NECESSARY TO JOIN EXISTING
SIDEWALK TO SIDEWALK AROUND NEW DRIVE
APPROACH.

STREET ADDRESS

141 E HAWKEYE AVE
TURLOCK, CA 95380

GRADING SITE LEGEND          

CONCRETE  IMPROVEMENTS

CONSTRUCT AC PAVEMENT
(SEE DETAIL 7 SHEET D-5)

AC ASPHALT CONCRETE

C CONCRETE

(E EXISTING

FL FLOW LINE
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Know what's below.
    Call before you dig.
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0

FEET

1 2

CHEMICAL STORAGE ENCLOSURE PLAN

NOTES

1. SEE SITE PIPING PLANS FOR SITE-SPECIFIC
PIPING LOCATIONS.

SHOWER/EYE
WASH STATION

CHEMICAL
FEED

SYSTEM

DOUBLE WALL
POLYETHYLENE

CHEMICAL
STORAGE TANK

1/2" SODIUM HYPOCHLORITE DISCHARGE LINE

FULL WIDTH
LOCKING DOUBLE
LEAF SWING GATE

2" TANK VENT

2'
-6

"

2'-6"

29-CST-01

8'
-0

"

9'-4"

TREATED  WATER
ANALYZER PANEL

10'-8"

8'
-8

"

LIGHT FIXTURE
AND SWITCH
(SEE
ELECTRICAL
SHEETS)

ANALYZER DRAIN (SIZE AND
MATERIAL PER PLAN)

29-CMP-01

1" COPPER WATER TO EMERGENCY EYE WASH AND
SHOWER AND CHLORINE RESIDUAL ANALYZER.
PIPE TO BE  SCH 80 PVC BELOW GRADE.

EQUIPMENT PAD

4' SIDEWALK
(SEE CITY OF TURLOCK STANDARD DETAIL C-3 SHEET D-8)

CMU BLOCK
ENCLOSURE WALL

1" BACKFLOW PREVENTER
(SEE CITY OF TURLOCK

STANDARD DETAIL W-13
SHEET D-9)

HOSE RACK

HOSE BIBB

SPILL
CONTAINMENT
PALLET

D-3
2

D-3
3

D-3
4

D-6
2

D-4
1

D-3
1

D-7
3

CHEMICAL FEED
SKID DISCHARGE
CONNECTION

D-3
7

CANOPY POST
HSS 3.5"x3.5"x3/8" TYP

5/8" x 6" LONG STEEL PIPE SET
FLUSH WITH PAVEMENT, TYP

WALL MOUNTED FIRE
EXTINGUISHER

0

FEET

1 2

CHEMICAL ENCLOSURE FRONT ELEVATION

TREATED WATER
ANALYZER PANEL

LIGHT SWITCH AND
WEATHERPROOF

RECEPTACLE (SEE
ELECTRICAL

SHEETS)

HOSE RACK

HOSE BIBB

SUCTION
CONNECTION

2'-6"

DISCHARGE
CONNECTION

SHOWER/EYE WASH STATION
PARTIALLY SHOWN TO VIEW
ANALYZER EQUIPMENT

EQUIPMENT
PAD

29-CMP-01

2" TANK VENT

ANALYZER DRAIN (SIZE AND
MATERIAL PER PLAN)

CONCRETE
FLOOR SLAB

FOUNDATION &
CANOPY POST SUPPORT TYP

D-3
4

D-3
3

D-3
2

D-6
2

D-4
1

D-3
1

D-3
6

D-7
5

D-7
6

D-3
5

D-6
4

D-6
3

5"

10'-8"

0

FEET

1 2

CHEMICAL ENCLOSURE SIDE SECTION

NOTES

1. GROUT ALL CELLS

DOUBLE WALL
POLYETHYLENE
CHEMICAL STORAGE
TANK

29-CST-01

8'-8"

7'
-4

"

SPILL
CONTAINMENT

PALLET 4' SIDEWALK
(SEE CITY OF TURLOCK STANDARD
DETAIL C-3 SHEET D-8)

2" TANK VENT

12

CMU BLOCK
ENCLOSURE WALL HOSE RACK

HOSE BIBB

1

CMU WALL
REINFORCEMENT

H1Z HURRICANE TIES EACH
PURLIN, H2.5ZAT ENDS TYP

BEAM SADDLE TYP

COMPOSITION
SHINGLE ROOFING

PLYWOOD

CANOPY POST
HSS 3.5"x3.5"x3/8" TYP

4X8 DF BEAM TYP

METAL DRIP EDGE TYP

FOUNDATION &
CANOPY POST SUPPORT

CONCRETE
FLOOR SLAB

FOUNDATION &
CANOPY POST SUPPORT

D-7
1

D-3
2

D-3
3

D-3
4

D-7
5

D-7
6

D-7
2

D-6
4

D-6
4 D-6

3

8"

0

FEET

1 2

8'
-0

"

SEE NOTE 1

CHEMICAL ENCLOSURE ROOFING PLAN

4"
4"

4X8 DF NO. 1

4X8 DF NO. 1

10
'-8

"
SE

E 
SI

D
E 

EL
EV

AT
IO

N

NOTES

1. 5/8" CDX STRUCTURAL PLYWOOD ROOF
SHEATHING W 10d @ 6" OC. FN/EN

2. PROVIDE METAL FLASHING TO PROTECT
END OF 4X8 BEAMS

12'-8"

10'-0"

DASHED LINES INDICATES
CMU  WALL BELOW

BLOCKING TYP

CANOPY POST
HSS 3.5"x3.5"x3/8" TYP

2X6 DF NO.1 @
16" OC

IS
SU

ED
 F

O
R

 B
ID

D
IN

G
 P

U
R

PO
SE

S
D

EC
EM

BE
R

 2
02

4

D
AT

E
N

o.
R

EV
IS

IO
N

BY

C
O

PY
R

IG
H

T 
20

24
 b

y 
PR

O
VO

ST
 &

 P
R

IT
C

H
AR

D
EN

G
IN

EE
R

IN
G

 G
R

O
U

P,
 IN

C
. A

LL
 R

IG
H

TS
 R

ES
ER

VE
D

Th
e 

fir
m

 o
f P

ro
vo

st
 &

 P
rit

ch
ar

d 
En

gi
ne

er
in

g 
G

ro
up

, I
nc

.
ex

pr
es

sl
y 

re
se

rv
es

 it
s 

co
m

m
on

 la
w

 c
op

yr
ig

ht
 a

nd
 o

th
er

ap
pl

ic
ab

le
 p

ro
pe

rty
 ri

gh
ts

 in
 th

es
e 

pl
an

s.
 T

he
se

 p
la

ns
 a

re
no

t t
o 

be
 re

pr
od

uc
ed

, c
ha

ng
ed

, o
r c

op
ie

d 
in

 a
ny

 fo
rm

 o
r

m
an

ne
r w

ha
ts

oe
ve

r, 
no

r a
re

 th
ey

 to
 b

e 
as

si
gn

ed
 to

 a
 th

ird
pa

rty
 w

ith
ou

t f
irs

t o
bt

ai
ni

ng
 th

e 
w

rit
te

n 
pe

rm
is

si
on

 a
nd

co
ns

en
t o

f P
ro

vo
st

 &
 P

rit
ch

ar
d 

En
gi

ne
er

in
g 

G
ro

up
, I

nc
. I

n
th

e 
ev

en
t o

f u
na

ut
ho

riz
ed

 re
us

e 
of

 th
es

e 
pl

an
s 

by
 a

 th
ird

pa
rty

,  
th

e 
th

ird
 p

ar
ty

 s
ha

ll 
ho

ld
 th

e 
fir

m
 o

f P
ro

vo
st

 &
Pr

itc
ha

rd
 E

ng
in

ee
rin

g 
G

ro
up

, I
nc

. h
ar

m
le

ss
, a

nd
 s

ha
ll 

be
ar

th
e 

co
st

 o
f P

ro
vo

st
 &

 P
rit

ch
ar

d 
En

gi
ne

er
in

g 
G

ro
up

, I
nc

.'s
le

ga
l f

ee
s 

as
so

ci
at

ed
 w

ith
 d

ef
en

di
ng

 a
nd

 e
nf

or
ci

ng
 th

es
e

rig
ht

s.

45
5 

W
 F

IR
 A

VE
N

U
E

C
LO

VI
S,

 C
A 

 9
36

11
-9

16
6

PH
O
N
E 

(5
59

) 4
49

-2
70

0
FA
X 

(5
59

) 4
49

-2
71

5
w

w
w

.p
ro

vo
st

an
dp

rit
ch

ar
d.

co
m

12
/1

3/
20

24

LICENSE NO:

DESIGN ENGINEER:

SHEET

DATE:

JOB NO:

DRAFTED BY: CHECKED BY:

OF

ORIGINAL SCALE SHOWN IS ONE
INCH. ADJUST SCALE FOR

REDUCED OR ENLARGED PLANS.

0 1"

PHASE:

PROJECT NO:

W
EL

L 
29

 C
H

LO
R

IN
AT

IO
N

C
IT

Y 
O

F 
TU

R
LO

C
K

C
IT

Y 
PR

O
JE

C
T 

N
O

. 2
3-

04
6

D
ET

AI
LS

C
H

LO
R

IN
AT

IO
N

 E
N

C
LO

SU
R

E 
D

ET
AI

LS

AJG

91160

ENA KMM
DECEMBER 2024

229223003

CD

D-1
9 35 12

/1
3/

20
24

 1
1:

39
 A

M
 G

:\T
ur

lo
ck

_C
ity

 o
f-2

29
2\

22
92

23
00

3-
W

el
l 2

9 
C

hl
or

in
at

io
n\

30
0 

C
AD

\3
40

 S
he

et
 S

et
s\

04
_C

iv
il_

D
et

ai
ls

\D
-1

 C
H

LO
R

IN
AT

IO
N

 E
N

C
LO

SU
R

E 
D

ET
AI

LS
.d

w
g 

-A
le

x 
G

on
g

1
D-1

2
D-1

3
D-1

4
D-1

MULTICOREVIEWLINK:SHEET,HOSE BIBB
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PIPE

CHEMICAL
INJECTION/

SAMPLE TAP

CHEMICAL CARRIER TUBING
ALLOW SUFFICIENT LENGTH FOR
CONNECTION & MAINTENANCE

FG

2" CHEMICAL
CONTAINMENT PIPE

1' MIN

INSULATE EXPOSED
CHEMICAL TUBING

NOT TO SCALE

CAP CONTAINMENT PIPE
TO PREVENT WATER
ACCUMULATION

CHEMICAL INJECTION/SAMPLE TAP
CONNECTION

D-2
2

NOT TO SCALE

TUBING

MALE TUBE CONNECTOR

3/4" HALF COUPLING OR
SADDLE (SEE DETAIL 3 & #
SHEET D-2)

MAIN DISTRIBUTION PIPE

1/2 Ø,

 

FL
O

W

 

 

 

CHEMICAL INJECTION/SAMPLE TAP

NOTE: ORIENT QUILL AT 45°
FROM VERTICAL AS SHOWN
BELOW

NOTES

1. CHEMICAL INJECTION TAPS
SHALL BE SAF-T-FLO
MODEL EB-125 INJECTION
ASSEMBLY OR APPROVED
EQUAL.

2. SAMPLE TAPS SHALL BE
SAF-T-FLO MODEL SP-075
OR APPROVED EQUAL.

3. TUBE CHAMFER SHALL
FACE UPSTREAM.

1/3 Ø FOR PIPES LARGER THAN 12" Ø

NOT TO SCALE

6"x 6"x 3/8" MOUNTING PLATE7/16"Ø HOLE FOR 3/8"
SS ANCHOR BOLT TYP

6'
 H

IG
H

 @
 6

' O
C

 M
AX

2-INCH
UNISTRUT

PVC PIPE FOR
CHEMICAL FEED TUBING-ELEVATION
AS DIRECTED BY THE ENGINEER

PIPE CLAMP

FF

WELD UNISTRUT TO MOUNTING PLATE

(4) 1/2"x 6" 316 SS ANCHOR

1" GROUT

UNISTRUT PIPE MOUNT

NOTES

1. UNISTRUT SUPPORTS LOCATED IN CHEMICAL
ENCLOSURE SHALL BE FRP WITH STAINLESS STEEL
FASTENERS AND CLIPS.

CHEMICAL AND SAMPLING PIPES

2.
5'

 M
IN

WIDTH VARIES

0
 = 1'-0"

1
3"

FEET

NOTES

1. TRENCH MAY CONTAIN AS MANY SETS OF
CONTAINMENT/CARRIER PIPES AS NECESSARY FOR
CONSTRUCTION.

CONTAINMENT PIPE

CARRIER PIPE

FG

BACKFILL-SEE DETAIL T-1 AND T-2 SHEET D-9

CORE THROUGH (E) CONC. WALL

FILL ANNULAR VOIDS AROUND
PIPE WITH NON-SHRINK GROUT

ANALYZER DRAIN LINE

FLOW
3" MAX

CONNECTION INTO (E) STORM DRAIN INLET

NOT TO SCALE

NOTES

1. CONTRACTOR TO LOCATE (E) REBAR IN WALL AND LOCATE (N)
DRAIN LINE SUCH THAT CORING THE WALL DOES NOT CUT THRU
ANY (E) BARS

SERVICE CLAMP FORD S-90
MUELLER H-13490 JONES

J-996 OR APPROVED EQUAL

NOT TO SCALE

CORP. STOP W/S.S. LINER,
MUELLER H-15023, FORD

FB1100 OR APPROVED EQUAL

CHEMICAL INJECTION SADDLE
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2'
-0

"

1" HOSE BIBB TYPE 4

3 X 4 X 1/4" CHANNEL STIFFENER (GALV.)

RISER SAME SIZE AS HOSE VALVE,
COPPER

ATTACH RISER TO STIFFENER
WITH U-BOLT, TYP.

FG

NOT TO SCALE

VACUMM
BREAKER

HOSE BIBB

NOTES

1. INSTALL HOSE RACK ADJACENT TO HOSE BIBB PER DETAIL
D-3
2

A
-

A
-

1/2"Ø SST
CA (TYP)

10"

6"

AL CS6 x 4.03

1" (TYP)

7 
1/

2"
3'

-0
"

9"

1'-6"
9"

1'
-0

"

1/2"Ø SST BOLT NUT,
AND WASHER (TYP)

AL CS6 X 4.03 (TYP)

1" NON-SHRINK
GROUT (TYP)

(TYP)

1/2"Ø SST CA (TYP)

NOT TO SCALE

FLOOR MOUNTED HOSE RACK

SECTION

1/4

NOTES

1. FABRICATE UNITS FROM 1/8" 6061-T6 ALUMINUM ALLOY PLATE.
USE TYPE A U.O.N. ON DRAWINGS.

UNION

UNISTRUT
PIPE
SUPPORT, TYP
(SEE DETAIL 6 SHEET D-2)

NOT TO SCALE

UNISTRUT
P2945 OR EQUAL

TANK
VENT

PVC SCREENED OUTLET

UNISTRUT PIPE
CLAMP

CMU BLOCK
ENCLOSURE WALL

TANK VENT SUPPORT

NOTE

1. UNISTRUT SUPPORTS LOCATED IN CHEMICAL
ENCLOSURE SHALL BE STAINLESS STEEL INCLUDING
FASTENERS AND CLIPS.

2. UNISTRUT SHALL BE MOUNTED DIRECTLY TO CMU
WITH TYPE 316 SST ANCHORS.

NOT TO SCALE

FLOOR LINE

WASTE
1 1/4" IPS

EYE WASH

SUPPLY
1-1/4" IPS

PULL ROD

SAFETY
SIGN

9" (3) 3/8" HOLES
ON 8" BC

EMERGENCY EYE WASH &
SHOWER

EYE WASH/SHOWER WITH STAINLESS STEEL BOWL
HAWS 8300-8309 OR EQUAL

HEAT TRACE WIRE (FROST
KING WATER PIPE HEAT CABLE

OR APPROVED EQUAL)

1

2

3

4

5

6

7

1

2

3

4
5

4

3

3
4

5

4

3
6

CONNECTION SIZING:

1" SCH 80 PVC

2" X 1/2" NPT BUSHING

1/2" NPT BALL VALVE (SEE NOTE 1)

1/2" NPT HOSE BARB W/ SST WORM GEAR HOSE CLAMP

1/2" PVC TUBING

3/4" SxNPT ADAPTER

3/4" SCH 80 PVC

NOTE

1. NO BALL VALVES REQUIRED FOR VENT CONNECTIONS

SUCTION CONNECTION

NOT TO SCALE

DISCHARGE CONNECTION

NOT TO SCALE

7

TYPICAL CHEMICAL FEED SKID DISCHARGE CONNECTION DETAIL

 = 1'-0"
0
1-1/2"

12

INCHES

FF

EQUIPMENT PAD

2'
 M

IN

DESCRIPTION

1/2" TYPE 6 BALL VALVE

3/4 HOSE BARB W/ WORM GEAR HOSE CLAMP

CHEMICAL TUBING

1-1/2"Ø SCH 40 PVC PIPE

3/4" x 1/2" REDUCER

1

2

3

4

5

2

3

4

5

TO
 W

EL
L

CHEMICAL FEED SKID

ID

MATERIAL LIST

FROM
CHEMICAL

STORAGE TANKS

1
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WATER SAMPLING STATION

NOT TO SCALE

6'
-0

"

4'-0"

NOTES

1. ALL ANALYZERS TO BE EQUIPPED WITH MANUFACTURER'S RECOMMENDED SAMPLE
CONDITIONING ACCESSORIES.

2. ANALYZER BACKBOARD TO BE COVERED WITH WATERPROOF POLYMER,
OR EXTERIOR GRADE PLYWOOD WITH 12 GAUGE STAINLESS STEEL SHEET FROM THE FLOOR
TO THE HIGHEST PIECE OF EQUIPMENT. RIGIDLY MOUNT EQUIPMENT, ACCESSORIES, CABLES,
AND TUBING/PIPES TO BACKBOARD USING STAINLESS STEEL CLIPS AND FASTENERS.
MOUNTING USING ADHESIVES IS NOT ACCEPTABLE. MOUNT BACKBOARD TO CMU WALL OR TO
TWO UNISTRUT SUPPORTS.

3. ELECTRICAL JUNCTION BOXES FOR POWER AND SIGNAL TO/FROM THE ANALYZERS SHALL BE
MOUNTED TO THE BACKBOARD NEAR THE ANALYZERS WITH CONDUIT/CABLE ROUTED NEATLY
BETWEEN THE JUNCTION BOXES AND ANALYZERS.

3

7

13

6

5

12

1

DESCRIPTION

1" x 1/2" REDUCER

ANALYZER FEED WATER PIPE

ANALYZER NAMEPLATE (TYP)

DRAIN LINE (SIZE & MATERIAL PER PLAN)

CHLORINE ANALYZER CONTROLLER

CHLORINE FLOW CELL

pH FLOW CELL

1" SITE WATER

WATTS 70,000 GALLON ACTIVATED BLOCK CARTRIDGE
WITH HEAVY DUTY FILTER HOUSING OR APPROVED EQUAL

SAMPLE TAP (TYP)

BALL VALVE (TYP)

1/2" BACKBOARD, SEE NOTE 2

TUBING ADAPTER

ID

MATERIAL LIST

2

3

4

5

6

7

8

9

10

11

12

13

CONCRETE

11

2

29-AIT-01

10

TO STORM
DRAIN OR

SEWER

4

FROM
DISTRIBUTION

SYSTEM
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8
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40 DIA

40 DIA

40 DIA

40 DIA

40 DIA

48 DIA
12" MIN

48 DIA

48 DIA

40 DIA 40 DIA

REINFORCEMENTS WITH NO WATERSTOPS

SL-0104

SINGLE CURTAIN

DOUBLE CURTAIN

NOT TO SCALE

3"

0

FEET

.5 1

EDGE OF SLAB

4-#4x4'-0" @ 6" CC, TOP LAYER 3/4" BELOW TOP
OF SLAB

INTERIOR SLAB CORNERS

AW

D

1/
4"

KE
Y

SL
O

PE

CONSTRUCTION JOINT

THICKNESS OF SLAB
OR WALL "A"

NOMINAL KEY
SIZE DxW

LESS THAN 8" 2x3

9" TO 12" 2x4

13" TO 18" 2x6

19" TO 24" 2x8

MORE THAN 24" 2x12

NOTES
1. KEYS ARE REQUIRED FOR HORIZONTAL CONSTRUCTION JOINTS.
2. FOR SUSPENDED SLABS, PROVIDE A KEY FOR AT LEAST 50% OF THE

CONSTRUCTION JOINT LENGTH.

CONCRETE LONGITUDINAL JOINT

SL-0121

NOT TO SCALE

FURNISH AND INSTALL
ELASTOMERIC SEALANT
IN GAP (SEE NOTE)

BACKER ROD

SEALANT NOTES:

1. REFER TO CALTRANS 2015 STANDARD PLAN P20 FOR LIQUID JOINT SEALANT/BACKER ROD
DIMENSIONS

2. ALL COLD JOINT INTERFACES BETWEEN CONCRETE SURFACES SHALL BE FILLED WITH
"SIKAFLEX 1A" ELASTOMERIC SEALANT OR APPROVED EQUAL. CONCRETE SHALL CURE FOR
AT LEAST 72 HOURS PRIOR TO SEALANT PLACEMENT.  CLEAN OUT GAP PRIOR TO SEALANT
PLACEMENT AND APPLY ACCORDING TO PRODUCT MANUFACTURER REQUIREMENTS.
SEALANT SHALL FILL JOINT COMPLETELY.

CONCRETE JOINT SEAL

NOT TO SCALE

SL-0122

NO WATERSTOP OR
DOWELS AT JOINT

(1/4 x T) x 1/16" SAWCUT JOINT
(CAULK AS REQUIRED)

T

NOTES

1. IF SINGLE LAYER REINFORCEMENT, EVERY OTHER BAR IS DISCONTINUOUS AT
JOINT.

2. IF 2 LAYERS REINFORCEMENT, TOP LAYER IS COMPLETELY DISCONTINUOUS AT
JOINT.

3. JOINT FORMED WITH TOOL OR INSERT STRIP MAY BE SUBSTITUTED FOR SAWED
TYPE ONLY WITH PRIOR ACCEPTANCE BY THE ENGINEER.

4. SAWED JOINT MUST BE CONSTRUCTED WITHIN 12 HOURS OF CONCRETE
PLACEMENT.

CONCRETE CONTROL JOINT

SL-0124

NOT TO SCALE

D D B

B

PROVIDE BARS EQUAL IN
TOTAL AREA TO REGULAR
REINFORCING
INTERRUPTED
BY OPENING. PLACE ONE
HALF TOTAL AREA TO EACH
SIDE OF THE OPENING.
SPACED AT 3" OC.

ONE EXTRA BAR EACH
CORNER PER LAYER OF
REGULAR REINFORCING
(SEE TABLE BELOW.)

BAR LENGTH
THICKNESS

OF
CONCRETE

BAR
SIZE

RECT.
OPENING

CIRCLE
OPENING

< 12" #4 3'-0" D+24"
12" - 18" #5 3'-0" D+24"

>18" #6 3'-8" D+24"
B = THE REQUIRED LENGTH FOR LAPPED SPLICE
FOR TOP BARS AS SHOWN IN CONC.
REINFORCEMENT SPLICE TABLE.

NOT TO SCALE

OPENINGOPENING

FOR OPENINGS
12" TO 21"

FOR OPENINGS
21" TO 54"

CONCRETE OPENING REINFORCEMENT
WITHOUT LIQUID OR SOIL

SL-0109

NOTE
THIS DETAIL APPLIES TO ALL OPENINGS IN WALLS AND SLABS THAT
DO NOT RETAIN LIQUID OR SOIL

PER SITE PLAN

1'
-1

"

NOT TO SCALE

6" CL II AB
COMPACTED TO 95%
RELATIVE COMPACTION

3" THICK 34" CLASS A HMA PER
CITY STANDARD
SPECIFICATIONS

AC PAVEMENT SECTION
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HEADER BOARD REQUIRED ON EDGES NOT BOUND
BY CURB OR OTHER STRUCTURE.

SEE CITY STANDARD DETAIL ST-6 SHEET D-8

6" CNS COMPACTED
TO 95% RELATIVE COMPACTION



12
D

b

A 
O

R
 G

D
b

HOOK
A OR G

4Db OR
2 1/2" MIN

J

#3 TO #5 6Db
OR 2 1/2" MIN
#6 TO #8 12Db

H

D

6 Db OR

2 1/2" MIN

HOOK
A OR G

D
ET

AI
LI

N
G

D
IM

EN
SI

O
N

D
ET

AI
LI

N
G

D
IM

EN
SI

O
N

Db Db

A
OR
G

4Db or
2-1/2" MIN.

12
 D

b

50Db #6 AND SMALLER
62Db #7-#11

9Db OR
6" MAX.

SPLICE LENGTH / Db (NO. OF BAR DIAMETERS)
CONCRETE STRENGTH (PSI)

2500 3000 3500 4000 5000
#6 AND SMALLER 63 57 53 50 45

#7-#11 78 72 66 62 56

90° 135°
SIZE D A OR G A OR G ARROX. H

#3 1 1/2" 4" 4" 2 1/2"
#4 2" 4 1/2" 4 1/2" 3"
#5 2 1/2" 6" 5 1/2" 3 3/4"
#6 4 1/2" 12" 8" 4 1/2"
#7 5 1/4" 14" 9" 5 1/4"
#8 6" 16" 10 1/2" 6"

DIMENSION OF STANDARD 180° HOOKS,
ALL GRADES

DIMENSION OF
STANDARD 90°

HOOKS, ALL GRADES
SIZE D J A OR G D A OR G

#3 2 1/4" 3" 5" 2 1/4" 6"
#4 3" 4" 6" 3" 8"
#5 3 3/4" 5" 7" 3 3/4" 10"
#6 4 1/2" 6" 8" 4 1/2" 12"
#7 5 1/4" 7" 10" 5 1/4" 14"
#8 6" 8" 11" 6" 16"
#9 9 1/2" 11 3/4" 15" 9 1/2" 19"
#10 10 3/4" 13 1/4" 17" 10 3/4" 22"
#11 12" 14 3/4" 19" 12" 24"
#14 18 1/4" 21 3/4" 27" 18 1/4" 31"
#18 24" 28 1/2" 36" 24" 41"

D-4Db
(TYP)

D
D

D

D

D

D D

DETAILING
DIMENSION

DETAILING
DIMENSION

4" MIN

D
b

180-DEG 90-DEG

135-DEG90-DEG

STIRRUP HOOKS

HOOK BENDTIE

REINFORCEMENT BENDS

REINFORCEMENT BENDS & SPLICES

STRAIGHT REBAR SPLICE

(TIE BENDS SIMILAR)

Db = (1) BAR DIAMETER
D = FINISHED INSIDE BEND DIA.
D = 6Db FOR #3-#8
D = 8Db FOR #9-#11
D = 10Db FOR #14 AND #18

Db = (1) BAR DIAMETER
D = FINISHED INSIDE BEND DIA.
D = 6Db FOR #3-#8
D = 8Db FOR #9-#11
D = 10Db FOR #14 AND #18

BEAM
℄

BEAM
℄

NOT TO SCALE

12" FROM
EACH EDGE

AT CORNERS
TYP

5"
 M

IN

CLEAN & ROUGH
CONCRETE SURFACE

CONCRETE FLOOR
SLAB
ON GRADE (4" THICK
MIN VERIFY)

#4 @ 12" OC, EW
CENTER OF SLAB

#4 BENT DOWEL @ 3' OC
DRILL 5/8" DIA x 2-3/4"

HOLE AND EPOXY DOWELS
DOWELS USING SIMP

SET-3G ADHESIVE
(MIN OF 2)

3/4" CHAMFER
STD

HOOK

NOT TO SCALE

EQUIPMENT PAD

1'
-6

"

2'-0"

8" CONCRETE BLOCK WALL
W/ REINFORCEMENT PER
PLANS

#5 DOWELS @ 16" OC
W 30" MIN LAP TO VERTICAL

WALL BARS. ALTERNATE BENDS

NOT TO SCALE

FOUNDATION

#4 BEND DOWELS @ 24" OC

18"

12
"

CONCRETE SLAB AND
REINFORCEMENT PER
PLANS

3"
 C

LR

D-7
2

D-6
3

PER SITE PLAN

NATIVE SOIL
COMPACTED TO 90%
REL. DENSITY

8"

6"

8"

#4 @ 12" OC
BOTH WAYS

4"

NOT TO SCALE

PORTLAND CEMENT
CONCRETE

CONCRETE FLOOR SLAB

NOTES

1. JOINTS SHALL BE SPACED NO GREATER THAN 30
FEET APART
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4x8 DF BEAM

SIMPSON
CCOQ4-SDS2.5, GALV

 

NOT TO SCALE

3/16

BEAM SADDLE

HSS 3.5"x3.5"x3/8"

2'-0" TYP

#5 BAR WELDED TO COLUMN
@ 24" OC TO MATCH

HORIZONTAL WALL BARS

STANDARD
8"x8"x16" CMU IN
RUNNING BOND,

SOLID GROUTED W/
#5 @ 24" OC, EAC.

WAY

NOT TO SCALE

REINFORCEMENT AT CMU WALL

CANOPY POST

GATE/POST AT ENCLOSURE

NOT TO SCALE

4'
-6

"

5"

6"
10

"

NOTES

1. SLIDE BOLT IS NOT REQUIRED.

2. CANE BOLT REQUIRED ON EACH GATE MOUNTED ON
THE OUTSIDE.

3. 2" OVERHANG ON METAL PLATE IS REQUIRED

CMU ENCLOSURE WALL; GROUT AND FILL ALL CELLS

CONCRETE
PAVEMENT

5/8" x 6" LONG STEEL PIPE
SET FLUSH WITH PAVEMENT

1/2" STOCK CANE BOLT

3/16" METAL PLATE.
2" OVERHANG ON

LOCKING GATE ONLY

1/2" STOCK
BARREL BOLT

3 HINGE MIN REQUIRED

2"x2"x1/4" HSS FRAME W/
DIAGONAL TRASE. 18 GA SHEET
METAL FACE WELDED TO
FRAME; HOLD EDGE OF SHEET
METAL 1/8" OFF OF EDGE OF
FRAME

4"X4"X1/4" HSS GATE
POST; CENTER POST
ALONG ℄ OF CMU WALL

FRONT
SUPPORT

7'
-2

"

D-7
5

D-7
4

3.5"x3.5"x3/8" HSS CANOPY POST

ENCLOSURE GATE

NOT TO SCALE

CMU WALL

4"x4"x1/4" HSS GATE POST

2"x2"x1/4" HSS FRAME

STEEL GATE

METAL PANEL

1/2"Ø 'J' BOLT WELDED TO GATE

5/8"Ø x 3" PIPE WELDED TO HSS POST

1/8

D-7
3

NOT TO SCALE

FOUNDATION AND FRONT SUPPORT

SECTION

14 1/4"x 10"x 3/4"
STEEL BASE PLATE

 
1/4"

 
1/4"

6 - 3/4" ANCHOR WITH 12"
EMBEDMENT (TYP)

HSS 3.5"x3.5"x3/8"
CANOPY POST

HSS 4"X4"X1/4"
GATE POST

4 1/4"

1 1/2" TYP

5" 7" 2 1/4"

6 - 3/4" ANCHOR WITH 12" MIN
EMBEDMENT (TYP)

CONCRETE BLOCK WALL

FOUNDATION

HSS 3.5"x3.5"x3/8"
CANOPY POST

HSS 4"X4"X1/4"
GATE POST 14 1/4"x 10"x 3/4"

STEEL BASE PLATE
EMBED ANCHOR BOLTS
OVER 1 1/2" DRYPACK

CONCRETE BLOCK WALL

FOUNDATION
D-6
4

8" x 8""x 3/4" SQUARE
STEEL BASE PLATE

 
1/4"

3 - 3/4" ANCHOR WITH 12"
EMBEDMENT (TYP)

1 1/2" TYP

2 1/4" TYP5 3/4" TYP

HSS 3.5"x3.5"x3/8"
CANOPY POST

NOT TO SCALE

FOUNDATION AND REAR SUPPORT

SECTION

4 - 3/4" ANCHOR WITH 12" MIN
EMBEDMENT (TYP)

CONCRETE BLOCK WALL

FOUNDATION

HSS 3.5"x3.5"x3/8"
CANOPY POST

14 1/4"x 10"x 3/4"
STEEL BASE PLATE
EMBED ANCHOR BOLTS
OVER 1 1/2" DRYPACK

CONCRETE BLOCK WALL

FOUNDATION
D-6
4
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